
Remove floor mounted
urinals and replace with
new wall mounted urinals
(P-201/P-202). Patch holes in
floor with steel plate
mounted below slab and fill
holes with non-shrink grout.
Rework plumbing for new
urinals.  Install new flush
valves.  Repair wall tiles to
match existing.

Remove existing toilet and replace
with government furnished
stainless steel toilet. Rework
plumbing for new toilet.  Seal
water tight around floor
penetration.  Install new flush
valve.

New epoxy flooring
with intergral

covebase.

Existing sinks
to remain

Remove and replace toilet
partition with new  stainless
steel partition to match
existing configuration.
Field verify dimensions.

Paint all walls
above tile to
ceiling grid

Ceiling and lights
existing to remain.

Remove bottom two rows of wall tile
and replace with bullnose tile, creating

drip edge over new epoxy flooring.
Repair any damaged wall tile thru-out.


